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Abstract—The annual world photovoltaic (PV) cell/module pro-
duction is growing at almost an exponential rate and has reached
1727 MW in 2005. Building integrated PV (BIPV) projects are
emerging as the strongest part of the PV market and grid interac-
tive inverters are a key component in determining the total system
cost. Module integrated converter (MIC) technology has become
a global trend in grid interactive PV applications and may assist
in driving down the balance of system costs to secure an improved
total system cost. This paper concentrates on the topology study
of the PV MICs in the power range below 500 W and covers
most topologies recently proposed for MIC applications. The MIC
topologies are classified into three different arrangements based on
the dc link configurations. A systematic discussion is also provided
at the end of the paper that focuses on the major advantages and
disadvantages of each MIC arrangement. These are considered in
detail and will provide a useful framework and point of reference
for the next generation MIC designs and applications.
Index Terms—AC module, module integrated converter (MIC),
photovoltaic (PV), single-phase inverter.
I. INTRODUCTION
GLOBAL demand for electrical energy is constantlygrowing. Along with the declining production of the
dominating energy supplies since the industrial revolution,
fossil fuels, there has been a growing interest in exploring
renewable energies internationally. Among a variety of the
renewable energy sources, photovoltaic (PV) sources have no
supply limitations and are predicted to become the biggest
contributors to electricity generation among all renewable en-
ergy candidates by 2040 [1]. The annual world PV cell/module
production between 1988 and 2005 is shown in Fig. 1 and that
in 2005 presented a growth of 45% over 2004 [2].
Electronic power inverter is one of the enabling technologies
required for utilizing PV energy and its cost is becoming more
visible in the total price of the PV system [3], [4]. The price
per watt of a crystalline PV module has dropped from $4.23
US in 1992 to $1.72 US in 2002 [5]. PV cell costs below $1
US per watt can be achieved with evolving technologies if the
cells are manufactured at a sufficiently large scale [6], [7]. In
the world PV market, grid interactive PV is the fastest growing
segment and its percentage has increased from 29% in 1992 to
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Fig. 1. Annual world PV cell/module production (1988–2005).
83% in 2004 of the total PV capacity installed among the 19
countries participating the International Energy Agency Pho-
tovoltaic Power Systems Program, who account for more than
three quarters of the global installed PV system capacities [8].
Currently, there are three widely used grid interactive PV sys-
tems: the centralized inverter system, the string inverter system
and the ac module or the module integrated converter (MIC)
system [9]–[11]. Among these, the MIC system offers “plug and
play” concept and greatly optimizes the energy yield [4], [12].
With these advantages, the MIC concept has become the trend
for the future PV system development but challenges remain in
terms of cost, reliability and stability for the grid connection
[13]–[17].
The commercial solar energy market has been significantly
stimulated by the German Renewable Energy Sources Act,
which was approved in 2000 [18]. In addition, globally gov-
ernment subsidized large projects aiming at boosting the solar
energy usage have emerged over the last decade including
the 70 000 Roof Program launched in Japan in 1996, the
One Million Solar Roof Initiative announced in US in 1997,
the 100 000 Roof Program started in Germany in 1999, the
SOL-1000 Project (1 000 PV roof-tops) launched in Denmark
in 2001, the 10 000 Roof Program promoted in Italy in 2001
and the 100 000 Solar Roof Project approved in China in
2005 [19]–[21]. Among these building integrated PV (BIPV)
projects, the MIC technology has significantly benefited the
project implementations [22]–[27].
A number of single-phase power inverter topologies have
been reviewed recently and the interest has been mainly focused
on the number of the conversion stages and the design specifi-
cations [4], [10]–[12], [26], [28], [29]. This paper concentrates
on the topology study of the single-phase PV converters with up
to 500-W power rating and attempts to cover a comprehensive
set of the MIC topologies proposed in the recent publications.
0885-8993/$25.00 © 2008 IEEE
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According to the dc link configurations, the proposed MIC
topologies can be classified into three different arrangements:
1) MIC with a dc link;
2) MIC with a pseudo dc link;
3) MIC without a dc link.
The reviewed MIC topologies in this paper are based on a
range of generic converter topologies including half bridge
converter, full bridge converter, push-pull converter, buck boost
converter, flyback converter, Cuk converter, Zeta converter, D2
converter and two-inductor boost converter. Finally, the discus-
sion for the three different arrangements is provided thoroughly
and the favourable features of each arrangement are clearly
identified as a sound foundation for future MIC applications.
II. POSSIBLE MIC TOPOLOGIES
In order to achieve good system performance, at least four
issues must be considered in the MIC design.
1) Power Density: The power density is a sole indicator of
the compactness of a MIC. One of the highest MIC power den-
sities achieved to date in the prototype design is 0.6 W/cm for
a 110-W converter [24], [25]. The power densities of the com-
mercial MIC inverters are much lower and the goal for the next
generation MIC aims at around 1 W/cm [30].
2) Efficiency: A high efficiency is a must in obtaining a com-
pact MIC design. However, compared with large converters,
MICs have smaller power ratings and tend to have lower effi-
ciencies [4], [31]. The highest reported MIC efficiency seen, for
an isolated design, is 94% achieved by NKF OK4-100 at 40% of
the maximum input power [32]. A “future” target of 95% was set
in 1998 to further decrease the temperature stress and increase
the lifetime of the systems [30]. It is not known if this has been
achieved amongst the commercial MICs with isolated designs
and less than 500-W power rating although larger PV inverters
have achieved efficiencies higher than 98% [33].
3) Reliability: Because MICs are mounted on the PV
module, it is important that the lifetime of the MIC is com-
parable to that of the PV module, which lasts more than 20
years [34]. However, inverters are still shown to be the most
vulnerable component in PV systems [35]. The MIC reliability
can be measured by two indices, i.e., mean time between fail-
ures (MTBF) and mean time to first failure (MTFF). Currently
a typical figure for MTBF is ten years and that for MTFF is
five years [35], [36]. Recently, the second prototype PV2GO
inverter has been reported to have an estimated MTBF of about
25 years and an MTFF of ten years has also been proposed for
the next generation PV inverters [37], [38].
4) Balance of System Cost: Balance of system (BOS) is de-
fined as the parts of the PV system other than the PV array
cost and will become increasingly important as the PV module
costs drop [39], [40]. The major component of BOS cost in
the MIC systems is the cost of the inverters due to the absence
of the storage batteries. On the commercial market, OK4-100
has achieved $1 US per watt-peak and PV2GO has a predic-
tion of 0.5 per watt-peak [32], [37]. The objective of less than
$0.5 US per watt-peak set more than a decade ago has not yet
been achieved while more painstaking efforts have to be paid to
achieve less than $0.25 US per watt-peak for larger PV inverters
Fig. 2. MIC with a line frequency transformer.
Fig. 3. MIC with a high frequency transformer.
[41], [42]. Although the price of the MICs will still be uncom-
petitive with that of the central converters with much higher
power ratings, the cost of the PV systems with MICs may be not
significantly higher than that with the central converters consid-
ering the additional cables, the installation cost and the higher
cable losses [43]–[45].
Considering the above four issues, different MIC designs
have been proposed. In general, as the solar panel most often
supplies low level dc voltage to the MIC, it is required that
both the voltage amplification and the dc–ac inversion be
accomplished in the power conversion process. Generally, an
MIC can be implemented with either a line frequency or a high
frequency transformer respectively shown in Figs. 2 and 3.
In Fig. 2, the dc–ac inversion is implemented first followed by
the voltage amplification through a line frequency transformer.
The topologies recently proposed in [46]–[48] and as well as
some commercial inverters for MIC applications such as Sun-
Sine and Dorfmuller DMI series employ this arrangement [49],
[50]. However, a low-power line-frequency transformer is bulky
and may not be very efficient [4], [51]. Small line frequency
transformers, especially those of a few hundred volt-amperes
and below, pose efficiency challenges. Therefore, the topology
shown in Fig. 2 is regarded as a poor solution and will not be
further discussed in this paper [11], [12].
In Fig. 3, voltage amplification is largely obtained through
a high frequency transformer instead and this topology will be
the focus of this paper. MICs with high frequency transformers
can be classified into three arrangements according to the dc
link configurations and these will be discussed in detail in the
following sections.
Some important performance parameters of nine commercial
ac module inverters with power ratings below 500 W are com-
pared in Table I, [52]–[60].
III. MIC WITH AC–DC LINK
Fig. 4 shows the MIC implementation with a dc link, where
the dc voltage is amplified to a higher level compatible with the
ac grid by a dc–dc converter and a dc–ac converter follows. Four
topologies have been proposed as shown in Figs. 5–8, [61]–[65].
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TABLE I
COMMERCIAL AC MODULE INVERTERS
Fig. 4. MIC with a dc link.
Fig. 5. Topology proposed in [61].
The topology shown in Fig. 5 utilizes a soft-switched dc–ac
converter [61]. The detailed dc–dc converter topology is not pro-
vided as the improvement is concentrated on the dc–ac conver-
sion stage, where a zero-voltage-transition (ZVT) pulsewidth
modulated (PWM) inverter is employed. The soft-switched in-
verter removes the switching losses which would otherwise be
inherent with the conventional hard-switching PWM control.
The topology shown in Fig. 6 employs a series resonant half
bridge converter in the dc–dc conversion stage [62]. The dc–ac
converter is a modified full bridge inverter, with two additional
diodes. The left leg switches operate at high frequencies to con-
trol the current injected to the grid while the right leg switches
are controlled by the polarity of the grid voltage and switch syn-
chronously with the zero crossings of the grid voltage. This con-
trol approach might allow the switching loss in the inverter to be
reduced compared with that in the conventional hard-switched
PWM inverter. However, this bridge does have less modula-
tion range opportunities. A conventional bridge can achieve fre-
quency doubling by applying phase shifted switching control
between the bridge legs.
The inverter in Fig. 7 is a flyback converter as the dc–dc con-
version stage cascaded with a current PWM inverter as the dc–ac
conversion stage [63], [64].
The topology shown in Fig. 8 employs a ZVS two-inductor
boost converter in the dc–dc conversion stage [65]. A conven-
tional PWM converter follows to convert the dc voltage to the
grid compatible ac voltage.
Several key parameters of the above MIC systems are sum-
marized in Table II.
Among the four topologies listed in Table II, the converter
shown in Fig. 7 has the smallest component count and this could
lead to a lower converter cost and greater converter reliability.
However, both the dc–dc and the dc–ac conversion stages in
Fig. 7 employ the hard-switching solutions, which will make
it impossible to maintain high converter efficiencies under high
switching frequencies. The converters shown in Figs. 5, 6, and
8 are able to remove the switching losses either in the dc–dc
or the dc–ac conversion stages or both by employing the soft-
switching technologies. High efficiencies can be obtained but
at the cost of higher component counts. The switches in these
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Fig. 6. Topology proposed in [62].
TABLE II
COMPARISONS OF MIC WITH A DC LINK
Fig. 7. Topology proposed in [63] and [64].
Fig. 8. Topology proposed in [65].
Fig. 9. MIC with a pseudo dc link.
converters also demand higher voltage and current ratings due
to the nature of the resonant circuit.
IV. MIC WITH A PSEUDO DC LINK
Fig. 9 shows the MIC implementation with a pseudo dc
link, where a modulated dc–dc converter or the cascade of a
modulated dc–dc converter and a nonmodulated dc–dc con-
verter produces a rectified sinusoidal voltage on the dc link. A
grid-commutated dc–ac converter with the square-wave control
unfolds the link voltage to the sinusoidal form in phase with
the grid. Thirteen topologies have been proposed as shown in
Figs. 10–20, [66]–[82].
The topology shown in Fig. 10 utilizes a boost converter to
increase the voltage level [66]. A push-pull converter is then
modulated to generate a rectified sinusoidal waveform, which is
finally unfolded by a current source inverter (CSI).
The topology shown in Fig. 11 is a current fed push-pull con-
verter, which boosts the voltage level, followed by a modulated
buck converter, which produces a rectified sinusoidal waveform
[67]. This is finally unfolded by a CSI.
The inverter in Fig. 12 employs a modulated flyback converter
to generate a rectified sinusoidal waveform, which is unfolded
by the following CSI [68], [69]. This topology is very similar
to that shown in Fig. 7 except for the control strategy. The si-
nusoidal modulation is applied to the operation of the flyback
converter in this topology therefore a grid-commutated line fre-
quency unfolder can be utilized.
The inverter in Fig. 13 is a modulated series-parallel resonant
full bridge converter with lossless snubbers [70]. This topology
is originally based on the topology previously proposed in [71],
[109]. A CSI follows to unfold the rectified sinusoidal current
produced by the dc–dc conversion stage.
The topology shown in Fig. 14 is based on the cascade of the
buck boost and the flyback converters [72], [73]. This topology
can be improved as shown in Fig. 15 [74]. In this topology,
the energy is transferred to the transformer magnetising induc-
tance through the buck boost switch and then to the interme-
diate capacitor through the flyback switch. Finally, the energy
is transferred to the output grid through the centre-tapped trans-
former and the two switches. The buck boost switch and the
two switches on the transformer secondary side are required to
be series connected with the diodes to block the reverse cur-
rent. Compared with that shown in Fig. 14, the topology shown
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Fig. 10. Topology proposed in [66].
Fig. 11. Topology proposed in [67].
Fig. 12. Topology proposed in [68] and [69].
Fig. 13. Topology proposed in [70] and [71].
in Fig. 15 offers an important feature in recovering the energy
stored in the transformer leakage inductance into the interme-
diate capacitor. Two variations of the topology shown in Fig. 15
with different power decoupling circuits are also briefly dis-
cussed in [75].
The dc–dc conversion stage in Fig. 16 is a modulated flyback
converter and this is the same as that in Fig. 12 [76]. However,
a centre-tapped transformer is used in this topology to generate
the sinusoidal waveforms. A similar topology is also proposed
in [77], where the polarities of the dc voltage source and the
primary side MOSFET are reversed.
Fig. 14. Topology proposed in [72] and [73].
Fig. 15. Topology proposed in [74].
Fig. 16. Topology proposed in [76].
The topology shown in Fig. 17 is also based on the flyback
converter with the centre-tapped transformer [78]. In the con-
verter primary side, an auxiliary switch is added to offer ZVT
so that the overall switching loss can be reduced.
The topologies shown in Fig. 18(a) and (c) are, respectively,
based on a single and two flyback converters and that shown
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Fig. 17. Topology proposed in [78].
Fig. 18. Topology proposed in [79] (a) Topology based on single flyback con-
verter (b) Topology based on full bridge converter (c) Topology based on two
flyback converters.
in Fig. 18(b) is based on a full bridge converter [79]. A bidi-
rectional switch pair is employed on the transformer secondary
side and each switch conducts in the positive or the negative half
cycle of the grid voltage to produce sinusoidal waveforms.
The topology shown in Fig. 19 employs a highly efficient and
sinusoidally modulated two-phase synchronous buck converter
cascaded with a two-inductor boost converter to produce a rec-
tified sinusoidal waveform and a voltage unfolding stage fol-
lows [80], [81]. Passive nondissipative snubbers are also used
in the converter to partly recover the switching loss in the hard-
switched two-inductor boost converter.
The ZVS two-inductor boost topology shown in Fig. 8 can
also be employed as part of the dc–dc conversion stage in the
MIC design shown in Fig. 19 in order to avoid the switching
loss in the two-inductor boost converter under high frequency
operations [82], [83]. The topology is shown in Fig. 20.
Several key parameters of the above MIC systems with high
frequency transformers are summarized in Table III.
Among the thirteen topologies listed in Table III, the topolo-
gies shown in Figs. 12–18 consist of two conversion stages
while those shown in Figs. 10, 11, 19, and 20 consist of three
conversion stages. In the two-stage MIC implementations, the
converter tends to have a smaller size and component count,
leading to a lower system cost. In this arrangement, modulation
is provided in the front-end dc–dc converter. The topologies
shown in Figs. 12 and 13 include a dc–dc conversion stage and
a dc–ac unfolding stage. The topologies shown in Figs. 14–17
remove the rectification stage in the dc–dc converter and a
centre-tapped transformer replaces the dc–ac unfolder. This
arrangement presents an even more simple design however high
frequency switching is required on the transformer secondary
side. The topologies shown in Fig. 18 have a similar arrange-
ment as those in Figs. 14–17 but employ bidirectional switches
to produce sinusoidal waveforms. In the three-stage MIC
implementations, two dc–dc conversion stages are cascaded
before the unfolding stage. Modulation only applies to one
dc–dc converter and this provides an opportunity to optimize
the design of the unmodulated dc–dc converter including the
size, cost and power loss. It is worth mentioning that at least one
step-down stage must be employed in the dc–dc conversion in
order to achieve the zero crossing of the demanded sinusoidal
waveform.
In the MIC arrangement with a pseudo dc link, if a noniso-
lated dc–dc converter is employed, high frequency transformer
can be removed to offer space and cost saving. Four topologies
based on the buck boost converter have been proposed for the
multiple-stage inverter as shown in Figs. 21–24, [84]–[87]. In
these topologies, the buck boost converter is modulated to gen-
erate the rectified sinusoidal current, which is unfolded by the
following CSI.
Further size and cost reduction of the MICs can be achieved
by the single-stage converter topology. Eight topologies have
been proposed as shown in Figs. 25–30, [88]–[99]. These
topologies normally consist of two relatively independent
converters with possible shared passive components and each
converter produces a half cycle sinusoidal waveform 180 out
of phase.
The topologies shown in Figs. 25–27 are based on the buck
boost converter [88]–[93]. The topologies shown in Fig. 28 are
respectively based on the Cuk converter, the Zeta converter and
the D2 converter [94]–[97]. The topology shown in Fig. 29 is
based on the combination of the Cuk converter and the Zeta
converter [98]. The topology shown in Fig. 30 is based on the
flyback converter [99].
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Fig. 19. Topology proposed in [80] and [81].
Fig. 20. Topology proposed in [82] and [83].
TABLE III
COMPARISONS OF MIC WITH A PSEUDO DC LINK
Fig. 21. Topology proposed in [84].
V. MIC WITHOUT A DC LINK
Fig. 31 shows the MIC implementation without a dc link,
where the dc voltage is transformed to a high frequency ac
voltage and amplified to a higher level compatible with the ac
grid. A frequency changer follows and directly translates the ac
Fig. 22. Topology proposed in [85].
voltage or current of the high frequency to that of the grid fre-
quency in the absence of any kinds of the dc links. Three topolo-
gies have been proposed as shown in Figs. 32–34, [100]–[102].
In Fig. 32, a VSI transforms the dc voltage to the ac voltage
of the high frequency and this is converted to current source
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Fig. 23. Topology proposed in [86].
Fig. 24. Topology proposed in [87].
Fig. 25. Topology proposed in [88].
Fig. 26. Topology proposed in [89]–[91].
through an impedance-admittance conversion circuit [100]. Fi-
nally, a forced-commutated cycloconverter transforms the cur-
rent of the high frequency to that of the line frequency.
The topology shown in Fig. 33 is a push-pull converter, which
transforms the dc voltage to the ac waveform [101]. The high
frequency ac voltage is then converted directly to the ac voltage
of the grid frequency through a forced-commutated cyclocon-
verter.
Fig. 27. Topology proposed in [92] and [93].
Fig. 28. Topology proposed in [94]–[97]. (a) Topology based on Cuk converter.
(b) Topology based on Zeta converter. (c) Topology based on D2 converter.
Fig. 29. Topology proposed in [98].
Authorized licensed use limited to: CURTIN UNIVERSITY OF TECHNOLOGY. Downloaded on March 08,2010 at 01:44:25 EST from IEEE Xplore.  Restrictions apply. 
1328 IEEE TRANSACTIONS ON POWER ELECTRONICS, VOL. 23, NO. 3, MAY 2008
Fig. 30. Topology proposed in [99].
Fig. 31. MIC without a dc link.
The topology shown in Fig. 34 is based on the two-inductor
boost converter [102]. The two-inductor boost converter first
transforms the dc voltage to the high frequency ac current. A
frequency changer made up of three bidirectional switches then
converts the ac current of the high frequency to the ac voltage of
the grid frequency. Another attractive feature of this converter is
the nonpolarised capacitor as a second phase in the load, which
provides the power balance and removes the need of the elec-
trolytic capacitor normally required at the converter input to
handle the current ripple at twice the line frequency common
to the single phase inverter applications. However, a diode is re-
quired to be series connected with the primary side MOSFET in
the practical implementation as negative drain source voltages
exist due to bidirectional power flow.
Several key parameters of the above MIC systems with power
ratings less than 500 W are summarized in Table IV.
In the three topologies listed in Table IV, matrix converter
technology is employed. As a result, the topology is greatly sim-
plified in this MIC arrangement but this arrangement generally
faces both hardware and software challenges—the bidirectional
switches and the complicated matrix converter control strate-
gies.
Two other topologies with a frequency changer have been
proposed for the PV inverters with power ratings in the kilowatt
range and they are shown in Figs. 35 and 36 [103], [104]. They
both include two stages—a full bridge inverter followed by a
forced-commutated cycloconverter. Theoretically, these topolo-
gies can be also applied to the MIC implementations, where the
standard power rating is less than 500 W.
VI. DISCUSSION ON THE MIC TOPOLOGIES
In this paper, MIC topologies are categorised into three dif-
ferent arrangements. This section will discuss the important fea-
tures for the individual arrangements, which will form a useful
reference for future applications.
A. MIC With a DC Link
In the MIC with a dc link, the power conversion process can
be easily divided into two separate stages—dc–dc and dc–ac
conversions. In this case, the dc–dc converter may be controlled
to track the maximum power point of the PV module and the
dc–ac converter may be controlled to produce ac power of the
unity power factor [4], [105]. However, two major drawbacks
do exist in this arrangement.
1) The dc–ac converter generally requires PWM control in
order to meet the harmonic requirements by the grid how-
ever this control technique is relatively complex to imple-
ment. The control circuitry can be greatly simplified by
the modern microcontroller technology but complications
do exist in the gate driver design in order to produce fast
turn-on and turn-off transients under high frequencies.
2) If only the hard-switching topologies are used, the
switching loss tends to be high as the semiconductors
in both conversion stages switch under high frequencies.
Power loss in the gate driving circuit can also be significant
with the conventional totem-pole arrangement and this
will further deteriorate the converter overall efficiency.
To minimize the drawback of this arrangement, soft-
switching technique can be utilized in both conversion stages.
However, the tradeoff could be a higher component count
therefore a higher cost and a lower reliability.
Like other single phase converters, the MICs have the in-
herent power balance issue and require an energy storage el-
ement, more often an electrolytic capacitor, to deal with the
100-Hz power ripple.
In this first MIC arrangement, the power balancing capacitor
is preferably to be placed at the dc link. As the dc link voltage
is of the grid level, the energy stored by the capacitor per unit
volume is high and this assists in achieving an overall compact
design.
B. MIC With a Pseudo DC Link
Amongst the three possible MIC arrangements, the MIC with
a pseudo dc link has received the greatest interest and a large
number of the reviewed topologies employ this arrangement. In
the multiple-stage inverters, other than the simple controller de-
sign as in the MIC with a dc link, the major advantage is that the
dc–ac conversion stage operates at the line frequency. Simple
square-wave control can be employed and high switching losses
can be avoided even with the hard-switched design. However,
more challenging control techniques may be required in the
dc–dc conversion stage due to the modulation need.
It is worth mentioning that many transformerless or even
single-stage inverters have been proposed under this arrange-
ment. Although they are more compact and efficient due to a
smaller component count and lower power loss [106], these
topologies do suffer from the following drawbacks.
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Fig. 32. Topology proposed in [100].
Fig. 33. Topology proposed in [101].
Fig. 34. Topology proposed in [102].
1) The transformerless inverters have limited ac peak voltages
that are less than dc bus voltages.
2) The dual grounding becomes a difficult issue in the trans-
formerless inverters [4].
3) The dc voltage range in single-stage inverters is more lim-
ited than that in multiple-stage inverters [107].
In this MIC arrangement, the power balancing capacitor is
normally placed at the converter input as the dc link needs to
provide a wide voltage control range and be free of any large
capacitors. Compared with the capacitive energy storage at the
dc link, this solution has an obvious disadvantage of lower en-
ergy storage per unit volume.
C. MIC Without a DC Link
The third MIC arrangement completely removes the dc link in
the power conversion process. The major advantage of the fre-
quency-changer-based MIC is the reduction of the total power
conversion stages to two. With the current technology, the con-
struction of the bidirectional switches remains a challenge and
this greatly hinders the development of the MIC topologies with
frequency changers. However, this arrangement does open the
possibility of lower component count and higher overall ef-
ficiency along with the technology advancement. An obvious
tradeoff in this arrangement is the requirement of more sophis-
ticated and higher bandwidth controls as no intermediate energy
storage stage is present and the power conversion can no longer
be identified as independent dc–dc and dc–ac conversion stages.
In this MIC arrangement, the power balancing capacitor nor-
mally needs to be placed at the converter input as no interme-
diate dc link is available. Some improvement can be made if a
second phase output can be provided in addition to the load as
shown in Fig. 34. In this case the second independently con-
trolled phase adjusts the capacitor voltage to cancel the 100-Hz
power ripple. As the capacitor experiences an ac voltage, the
capacitor can be easily implemented by a small nonpolarized
capacitor and the volume and the lifetime issues of the large
electrolytic capacitors can be avoided. The obvious advantage
is that the MTBF and the lifetime of the inverter can be signifi-
cantly extended [108].
D. Summary
The main features of the three MIC arrangements are com-
pared in Table V.
The authors hold strong beliefs that the third MIC topology
where no dc link exists may become the trend for the develop-
ment of the next generation MIC with the recent upswing of the
research interest in matrix converters and a better semiconductor
technology.
Finally, a commercial inverter which has a dc input of 110 V,
an ac output of 240 V and a power rating of 300 W has been
studied in the laboratory to illustrate the waveforms at different
power stages. The circuit diagram of the inverter is shown in
Fig. 37 and it is classified as the one with a dc link. The inverter
employs the isolated hard-switched full bridge dc–dc converter
to produce a higher dc voltage on the dc bus and then a PWM
inverter to generate the sinusoidal waveform. The voltage wave-
forms at power conversion different stages are shown in Figs. 37
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TABLE IV
COMPARISONS OF MIC WITHOUT A DC LINK
TABLE V
COMPARISONS OF THREE MIC ARRANGMENTS
Fig. 35. Topology proposed in [103].
Fig. 36. Topology proposed in [104].
and 38. From top to bottom, Fig. 37, respectively, shows the
waveforms of the MOSFETs and gate voltages and the
transformer secondary winding voltage. From top to bottom,
Fig. 38 respectively show the waveforms of the dc bus voltage,
the inverter output voltages before and after the filter. It can be
seen that the hard-switched full bridge converter is operating
at 25-kHz switching frequency and produces an average dc bus
voltage of 370 V with around 20-V peak to peak voltage oscil-
lations. A 10-kHz PWM control is applied to the dc–ac conver-
sion stage to produce the high frequency modulated waveform.
A lowpass filter is then employed to remove the harmonics and
generate the line frequency sinusoidal voltage.
VII. CONCLUSION
PV energy is one of the favourable renewable energy re-
sources for the mankind and MIC has been proved to be one of
the important enabling technologies in PV utilization. A variety
of topologies which have been proposed in the recent publi-
cations for the MICs with ratings up to 500 W are reviewed
in this paper. Different MIC topologies are categorised into
three arrangements based on the dc link configurations. Finally,
the important advantages and disadvantages of the individual
MIC arrangements are also discussed in detail. Among three
different MIC arrangements, the MIC with a line frequency
dc–ac converter currently seems to be the best topology and
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Fig. 37. Circuit diagram of the commercial inverter.
Fig. 38. High-frequency bridge gate and transformer secondary voltage wave-
forms for the commercial inverter.
Fig. 39. DC bus, inverter output, and filtered output voltage waveforms for the
commercial inverter.
the frequency-changer-based MIC may be a better candidate
for the next generation MIC designs. The thorough discussion
of the MIC topologies will form a clear guideline and a useful
foundation for future MIC development considerations.
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